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Abstract
In this study, performance assessment of selected gas turbine power plants in
Nigeria was evaluated using performance indices. The results of the study
showed that for the period under review (2006–2010), the percentage short-
falls from the target energy in the selected power plants range from 26.33%
to 86.61% as against the acceptable value of 5–10%. The capacity factor of
the selected power plants varies from 16.88% to 73.67% as against the inter-
national value of 50–80%. The plant use factor varies from 45.89% to 97.03%
and the utilization factor varies from 6.31% to 93.074% as against the inter-
national best practice of over 95%. From this result, it can be concluded that
the generating units were underutilized. This is due to inadequate routine
maintenance and equipment fault development. The analyses of reliability
indicators revealed that the mean time between failures varies from 5.42 to
378.44 h, the mean time to repair varies from 18.3 to 153.88 h and the plant
availability varies from 12.86% to 91.31% as against the Institute of Electrical
and Electronics Engineers recommended standard of 99.9%. Evaluation of
operating figures of the selected power plants revealed that starting reliability
(SR) and operating reliability vary from 71.95% to 93.9% and 5.33% to 55%,
respectively. The SR of the selected power plants is low in value compared
with standard value of 99.9%. The statistical analysis carried out on plant
availability revealed that at 95% confidence level; there is a significant differ-
ence in availability of the selected power plants. This indicates differences in
their systems installation, operation and maintenance. The performance indi-
cator developed to evaluate the performance indices for the selected stations
can also be applicable to other power stations in Nigeria and elsewhere. Mea-
sures to improve the performance indices of the plants have been suggested
in this paper.
Introduction
The main objective of any power utility in the new com-
petitive environment would be to supply customers with
electrical energy as economically as possible with a higher
degree of reliability and quality. The ability of the power
system to provide an adequate supply of electrical energy
is usually designated by the term of reliability. The
concept of power-system reliability is extremely broad
and covers all aspects of the ability of the system to satisfy
the customer requirements [1].
The reliability of an electric power system can be
increased by additional system investment. This obviously
increases the cost associated with electric power. Power
utilities have, therefore, to satisfy two conflicting require-
ments: (1) supply of electric power at an acceptable level
of reliability and (2) supply of electric power at a reason-
able cost. Maintaining an acceptable level of reliability at
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an affordable cost is, therefore, a very important aspect of
modern power system management [2].
The performance of a power plant by way of its effi-
ciency and reliability, and other operating factors has defi-
nite socioeconomic significance both on the company
operating the plant as well as the nation at large. However,
without adequate and reliable electricity supply, socioeco-
nomic transformation would remain a mirage [3].
On a global scale, reliable electric power availability has
been observed as effective and indispensable machinery
for the rapid industrial and economic growth of any
nation [4]. Therefore, by its importance in the society
and its necessity for national economic growth, electrical
energy supply is expected to be available 24 h a day.
Based on this importance, it is expected that electric
power utilities throughout the world must ensure they
meet customer demands at a reasonable level of service
reliability.
A modern power system is complex, highly integrated
and very large. In order to meet customer demands, the
system can be divided into appropriately subsystems or
functional areas that can be analyzed separately [5]. These
functional areas are generation, transmission and distribu-
tion. Reliability studies are carried out individually and in
combinations of the three areas. This study work is lim-
ited to the evaluation of the generation reliability.
Generation system reliability focuses on the reliability
of generators in the whole electric power system where
electric power is produced from the conversion process of
primary energy (fuel) to electricity before transmission.
The generation system is an important aspect of electric-
ity supply chain and it is crucial that enough electricity is
generated at every moment to meet demand. Generating
units will occasionally fail to operate and the system oper-
ator has to make sure that enough reserve is available to
be operated when this situation arises [6, 7].
Generating stations form an important and integral
part of the overall power system and their reliability is
reflected in the reliability of the overall national supply.
Reliability of a generating station is a function of the reli-
ability of the constituent-generating units. Accurate esti-
mates of generating unit reliability are needed for
generating capacity planning and to aid improved criteria
for future designs and operations. Reliability assessment
of a generating system is fundamentally concerned with
predicting if the system can meet its load demand ade-
quately for the period of time intended [8].
Improving the availability of existing units is as impor-
tant as improving the reliability expectation of units
during the planning phase. The two are mutually sup-
portive; design reliability impacts major changes in
existing units, and information about operating availabil-
ity is important to the system designers in both develop-
ing and developed countries.
Power plant availability and the causes of unavailability
constitute essential performance indicator for assessing
services rendered by generating power plants.
The term reliability as used in the context of a power
system has a very wide range of connotations. It is there-
fore being discussed under two general categories namely:
system adequacy and system security [9]. System ade-
quacy relates to the existence of sufficient generators
within the system to satisfy the customer load demand or
system operational constraints. System adequacy is associ-
ated with static conditions of the system and do not
include system disturbances [10]. System adequacy is
associated with static conditions of the system and do not
include system disturbances. System security, on the other
hand, relates to the ability of the system to respond to
disturbances arising within the system. Therefore, system
security is associated with response of the system to what-
ever perturbation it is subjected to various factors. In this
study, the reliability valuations will be focused on the
generation system adequacy and will not take into consid-
eration system security.
In a generation system study, the total system genera-
tion is examined to determine its adequacy to meet the
total system load requirement. This activity is usually
termed “generating system adequacy assessment”. The
transmission system is ignored in generating system ade-
quacy assessment and is treated as a load point [11]. The
main reason of the generating system adequacy assess-
ment is to estimate the generating capacity required to
meet the system demand and to have excess capacity to
cater for planned and forced outages events.
A failure in a generating unit results in the unit being
removed from service in order to be repaired or replaced;
this event is known as outage. Such outages can compro-
mise the ability of the system to supply the required load
and affect system reliability. An outage may or may not
cause an interruption of service depending on the mar-
gins of generation provided. Outages also occur when the
unit undergoes maintenance or other scheduled work
necessary to keep it operating in good condition. A forced
outage is an outage that results from emergency condi-
tions, requiring that component is taken out of service
immediately. A scheduled or planned outage is an outage
that results when a component is deliberately taken out
of service, usually for purpose of preventive maintenance
or repair [12].
Effective quantitative assessment of power system reli-
ability involves (1) physical appreciation of the system
concerned and the modes of system success and failure,
(2) suitable mathematical models for the systems under
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consideration, (3) fast and reliable computing capability
and (4) realistic failure and repair statistics for the rele-
vant system components [13]. The failure and repair sta-
tistics are usually obtained from past operating and
outage data of comparable components and subcompo-
nents in the system. These data must be collected by the
utilities concerned for a reasonable length of time before
any meaningful conclusion can be drawn from them.
Generation system reliability concentrates on the per-
formance of the generators where fuel is converted to
electricity before entering the transmission system. Gener-
ators are subjected to forced outages or reduction in
available capacity, which can affect the system reliability
and hence must be evaluated. System reliability is com-
monly interpreted as the probability of that system stay-
ing in the operating state, performing its intended
purpose adequately for a period of time without failures
under required conditions [14].
In recent times, generation reliability/adequacy study
has received widespread interest [7–10, 14]. In genera-
tion/adequacy study, the use of deterministic reliability
indices in terms of generating reserve capacity is now
considered obsolete [15]. Probabilistic indices such as loss
of load probability (LOLP), loss of load expectation
(LOLE), frequency and duration (F and D) approach, loss
of energy expectation (LOEE), availability factor (AF) and
forced outage rates (FOR) (unavailability factor) etc. are
used. These are the convolution of the generation (sup-
ply) model and the load (demand) model. They are the
global reliability indices for generation reliability studies
[16].
A general approach to an electric power-generating sys-
tem reliability assessment is to determine one or a num-
ber of its reliability indices. A reliability index is defined
as a quantity that measures and quantifies some aspects
of system reliability performance [17]. A number of indi-
ces have been introduced in reliability studies over the
past years to assist reliability evaluations and predictions.
Among these are frequency and duration (F and D)
approach, AF, mean time between failures (MTBF), fre-
quency of failure/failure rate (F), repair rate (l), operat-
ing figures, LOLP and LOLE. These are referred to as
probabilistic indices. Reliability indices are extremely use-
ful as it quantifies the reliability of the system, hence
making the assessment more meaningful. They are used
to assess the reliability performance of a generation sys-
tem against some predetermined criteria of reliability
standards. In this study, the reliability indices employed
are AF, MTBF, FOR, frequency of failure/failure rate (F),
operating figures, and repair rate (l). These indices are
used not only because of their easy and direct computa-
tion but also give information in detail about perfor-
mance of the power-generating system.
In the past two decades, the power demand in Nigeria
has been on the increase while available generating
capacity remained largely static or even showing a
decreasing long-term trend. The consequence of this was
to load shed in order to ensure system stability (maintain
equilibrium between available generation and selective
demand).
Since 1999, electricity generation plants have been
operating well below their capacity with available capacity
barely surpassing half the installed capacity. It was
observed that between 1999 and 2005, average plant avail-
ability was about 50%, significantly short of international
standards of over 95%. The sector witnessed a low in
2001 when available capacity stood at 1750 MW when
only 19 of the 79 installed units were functional [18, 19].
Due to the low availability of generating plants, virtu-
ally all the plants in the country operate as base-load
plants. The performance of other key indicators such as
the capacity factor (CF) and the load factor (LF) has also
not been encouraging.
Based on the present status of gas turbine (GT) power
plants in Nigeria, there is urgent need for assessment of
the plants for performance improvement. The focus of
this research work is to assess the performance, reliabil-
ity and availability of the selected GT power plants in
Nigeria. In this research work, performance assessment
of the selected GT power plants in Nigeria is carried
out by using failure and repair statistics (performance
statistics).
The prime objectives of the study are: (1) to evaluate
the performance of selected GT power plants in Nigeria
over a period of 6 years (2005– 2010); (2) to establish
significant difference in power availability in the selected
power plants using performance statistics analysis and
(3) to proffer recommendations to improve electric
power generation in selected GT stations in particular,
with the hope that other power stations (state owned
and private-owned) would benefit from the outcome of
this study.
Materials and Methods
Selected power plants for study
Most of the general data used in the work were collected
from the Power Holding Company Nigeria Plc (PHCN’s)
and the generating stations at Afam, Ughelli, and from
IPP’s generating station of AES in Egbin. A total of 11
different units of GTs were selected from all the stations.
That is, from AES – 3 GT units, Afam – 4 GT units, and
Ughelli – 4 GT units. The three power stations are the
main stations supplying over 60% of electrical energy to
the national grid system.
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Presentation of data
Operating data for GT units in the energy utility sector,
Afam, Delta, and AES power stations were collected from
the daily turbine control log sheet.
The data collected from the GT stations included such
information as the following:
 Operating figures
 Number of operating hours per year
 Shutdown hours per year for compulsory or scheduled
maintenance
 Unscheduled shutdown hours per year (and reasons)
 Number of starts (in a stated period, say, annually)
 Number of trips during starts (in a stated period, say,
annually)
 Number of trips during operation (in a stated period,
say, annually)
 Starting reliability
 Operating reliability
 Average number of operating hours between 2 trips
during operation
 Average number of operating hours between 2 success-
ful starts
Tables 1–3 show the unit energy generated and operat-
ing hours for the selected GT power plants for the period
of 2005–2010. Table 4 shows the average unit operating
figures for the selected GT power plants.
Power plant performance statistics
The GT performance statistics are considered with respect
to the plant reliability indices, plant factors, and plant
operating figures. These are discussed below.
Power plant reliability indices
The availability and reliability analysis of selected GT
plants was based on available data over a period of 6 years
(2005–2010). The records of failure frequency of installa-
tions, containing the description and analysis of the failure
and other materials filed by each Power Station Efficiency
Department constitute the basic source of information on
the failure frequency and rate of repairs of the plant. In
processing the available data, MTBF (m), mean time to
repair (MTTR) (f), unavailability (U), and availability (Ψ)
were obtained.
Mean time between failure (m)
m ¼ 1
k
¼ bt
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where, k is the expected failure rate, φn is the number of
failures between maintenance, bt is the total operating
time between maintenance.
Mean time to repair (f)
f ¼ 1
l
¼ Wt
un
(2)
where, Ψt is the total outage hours per year, φn is the
number of failures per year, l is the expected repair rate.
When these two factors are known (eqs. 1 and 2) for
any given system or component, then the availability (Ψ)
and unavailability (U) can be expressed as:
Availability (Ψ)
W ¼ l
kþ l ¼
m
mþ f (3)
U ¼ k
kþ l ¼ m ¼
f
mþ f (4)
The parameter U is a good approximation of a unit
failure probability even when preventive maintenance is
considered, provided that maintenance is scheduled dur-
ing low demand periods. The unavailability is then an
adequate estimator of the probability of finding a unit
out of service at some point in the future. In the generat-
ing system, unit unavailability is obtained by a traditional
method known as the FOR. This index is defined as the
ratio of the forced outage hours (FOH) to the sum of the
FOH and the in-service hours (ISH) [20].
FOR ¼ FOH
FOH+ ISH
(5)
Power plant factors
The plant factors used in evaluating a plant’s performance
are: CF, AF, plant use factor (PUF), LF, plant reliability
factor (PRF), and utilization factor (UF). Analyses of
these factors are stated below.
Availability factor
The AF is the ratio of the hours the unit was available for
operation to the total hours in the period under consider-
ation. In the calculation of the “as installed” value this is
irrespective of whether or not the unit was actually fit for
operation but for some reasons such as planned outages
it was idle. For the “as available” AF, the hours of
planned outages are regarded as part of the period the
unit was available.Ta
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Presented mathematically,
AF (As Installed) ¼ EOH ðPOH+UOHÞ
EOH
(6)
AF (As Available) ¼ EOH UOH
EOH
(7)
where, EOH is the expected operating hours, POH is the
planned outages hours, UOH is the unplanned outages
hours.
Utilization factor
This is the ratio of the maximum demand to the rated
capacity of the power plant. The UF measures the use
made of the total installed capacity of the plant.
UF ¼ Lmd
Cin
(8)
where, Lmd is the maximum (demand) load generated in a
given period, Cin is the installed (rated) capacity of the plant.
Plant use factor
This is the ratio of the actual energy generated during a
given period to the product of capacity of the plant and
the number of hours the plant has been in operation dur-
ing the period. This is a modification of the plant CF in
that only the actual number of hours that the plant was
in operation is used.
PUF ¼ Ep
Cin  Toh (9)
where, Ep is the total energy generated (MWh) in a given
period, Cin is the installed (rated) capacity of the plant,
Toh is the total number of operating hours in the given
period.
Capacity factor
The extent of use of the generating plant is measured by
the CF which is the ratio of the average energy output of
the plant for a given period of time to the plant capacity.
This is the ratio of the average load to the rated capacity
of the plant.
CF ¼ Ep
Cin  Th (10)
where, Ep is the total energy generated (MWh) in a given
period, Cin is the installed (rated) capacity of the plant,
Th is the total hours of the year.
Table 3. Unit energy generated and operating hours for selected gas turbine power plant: AES power plant.
Year
Energy generated (MWH) Operating hours Expected maximum energy (MWH)*
PB204
(AES1)
PB209
(AES2)
PB210
(AES3)
PB204
(AES1)
PB209
(AES2)
PB210
(AES3)
PB204
(AES1)
PB209
(AES2)
PB210
(AES3)
2005 179,552.60 148,018.28 192,431.59 6818.88 5594.90 7104.38 228,432.48 187,429.15 237,996.73
2006 193,169.70 146,538.45 156,336.46 7292.93 5517.94 6151.06 244,313.16 184,850.99 206,060.51
2007 149,623.66 139,942.41 179,374.55 5602.46 4790.89 6898.72 187,682.41 160,494.82 231,107.12
2008 197,850.15 150,441.12 148,739.68 7565.46 5750.08 5719.70 253,442.91 192,627.68 191,609.95
2009 144,220.27 143,933.02 169,858.47 5223.44 5218.04 6478.25 174,985.24 174,804.34 217,021.38
2010 155,377.84 180,532.61 153,325.33 6024.40 6901.46 5832.69 201,817.40 231,198.91 195,395.12
*values were computed by the authors using the formula: unit installed capacity 9 operating hours in a year
Table 4. Average unit operating figures for selected gas turbine power plants.
Plant/average unit operating figures
AES station Afam station Delta station
PB204 PB209 PB210 GT17 GT18 GT19 GT20 GT9 GT10 GT18 GT20
Operating hours (on average of 6 years
i.e., 2005–2010)
6421 5629 6364 4835 3917 4631 4018 6561 5036 5632 5628
Number of starts (on average of 6 years
i.e., 2005–2010)
70 68 70 106 123 109 102 71 74 95 94
Shut down hours (on average of 6 years
i.e., 2005–2010)
28 20 24 169 159 144 137 29 31 62 69
Number of trips during operation (on
average of 6 years i.e., 2005–2010)
44 49 47 81 95 72 70 48 41 66 75
Number of trips during start (on average
of 6 years i.e., 2005–2010)
10 9 10 12 12 14 13 19 16 14 12
Number of failures (on average of
6 years i.e., 2005–2010)
92 74 73 111 106 109 119 41 37 68 67
244 ª 2015 Covenant University. Energy Science & Engineering published by the Society of Chemical Industry and John Wiley & Sons Ltd.
Power Plant Performance Indices S. O. Oyedepo et al.
Plant reliability factor
PRF says something about the dependability of a plant as
regards unplanned events. PRF is given by:
PRF ¼ EOH UOH
EOH POH (11)
where, EOH is the expected operating hours, UOH is the
unplanned outage hours, POH is the planned outage
hours.
Load factor
This is the ratio of the average load to the maximum
demand for a particular period of time. Since the average
load is always less than the maximum demand, LF is
always less than unity. The LF plays a key role in deter-
mining the overall cost per unit generated. The higher the
LF of the power station, the lesser will be the cost per
unit generated.
LF ¼ Lav
Lmd
(12)
where, Lav is the average (demand) load generated; Lmd is
the maximum (demand) load generated in a given period.
Power plant operating figures
The power plant operating figures considered in this work
are.
Starting reliability
This is a parameter of dominant importance in the case
of emergency reserve machines, peak regime GTs or
auxiliary power sources designed for cyclic run. Starting
reliability (SR) is used to assess plants and units whose
life-time depends largely on the number of start-ups.
Operating reliability
Operating reliability (OR) defines the probability that the
equipment will fulfill its duty for the planned period with
respect to the period of time being in operation. This
qualitative parameter is a time-based measure of relevance
for regularity measurements of high usage factor
machines.
Time utilization
Time utilization (TU) is a measure of a plant’s actual
temporal deployment. It is a measure for the real utiliza-
tion of a plant or plant part. It is independent of the level
of the operating capacity concerned.
Time utilization (TU) ¼ Operating hours
No of units 8760 100%
(15)
Average no of operating hours between two trips
during operation
This is expressed as:
Average no of operating hrs between 2
trips during operation
¼ Operating hrs
No of trips during operation
(16)
Average no of operating hours between two successful
starts
This operating figure is expressed as:
Average no of operating hrs between 2 successful starts
¼ Operating hrs
No of starts –No of trips during starts
(17)
Statistical analysis of power plant
performance indices
The statistical analysis is carried out to ascertain signifi-
cant differences in performance indices of the selected
Operating reliability (OR) ¼ No of starts (annually)
 (No of trips during operation (annually)
+ No of trip during starts (annually))
No of starts (annually)
 100% (14)
Starting reliability (SR) ¼ No of starts (annually)No of trips during starts (annually)
No of starts (annually)
 100% (13)
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power plants. The power plant performance index taken
into consideration is plant availability. The analysis of
variance (ANOVA) is carried out for significance levels of
0.05 and 0.01, that is, for confidence level of 95% and
99%, respectively.
In this analysis, Fisher’s distribution and Scheffe’s post
hoc tests were made on the full data set on plant avail-
ability for the selected power plants.
Using one-way ANOVA, a null hypothesis of the first
test is
H0 : l ¼ l0 (18)
That is, the means of population from which the sam-
ples are drawn are equal.
In this test, two independent estimates of the popula-
tion variance are (1) within group variance estimate
which deals with how different each of the values in a
given sample is from other values in the same group (2)
between group variance estimates which deals with how
different the means of various samples (or groups) are
from each other.
These are computed as follows:
The total sum of squares is
SST ¼
X
X2i 
ðXÞ2
N
(19)
where, the sum of squares between groups is
SSB ¼
PðX1Þ2
N1
þ
PðX2Þ2
N2
þ   
PðXKÞ2
NK

PðXÞ2
N
(20)
where k is number of groups.
The sum of squares within groups is
SSW ¼
X
ðX1  X1Þ2 þ
X
ðX2  X2Þ2
þ   
X
ðXK  XKÞ2
(21)
Computation of various degrees of freedom is as fol-
lows:
Degree of freedom between groups is
dfB ¼ k 1 (22)
Degree of freedom within group is
dfW ¼ N  k (23)
Total degree of freedom is
dfT ¼ N  1 ¼ dfB þ dfW (24)
where N is the number of observations.
Computation of mean squares between and within
groups is as follows:
Mean square between the groups is
MSSB ¼ SSB
dfB
(25)
Mean square within the groups is
MSSW ¼ SSW
dfW
(26)
Finally, the Fisher’s ratio is computed as
F ¼ MSSB
MSSW
(27)
The second test, known as Scheffe’s post hoc test is to
be carried out on the data set. This test ascertains the pair
wise difference responsible for significant difference (if
any) in obtained F- values in Fisher’s distribution test
(ANOVA test). The technique behind this test is to mod-
erate a critical value of F (usually a = 0.05) by a factor of
k  1. So, we obtain,
S ¼
ﬃﬃﬃﬃﬃﬃﬃﬃﬃﬃﬃﬃﬃﬃ
ðk 1Þ
p
F0:05 (28)
where k is the sample number.
Next, we adjust the MSSW of Fisher’s test by the factor
k  1 to obtain
SSE ¼
ﬃﬃﬃﬃﬃﬃﬃﬃﬃﬃﬃﬃﬃﬃ
ðk 1Þ
p
F0:05
ﬃﬃﬃﬃﬃﬃﬃﬃﬃﬃﬃﬃﬃﬃﬃﬃﬃﬃﬃﬃﬃﬃﬃﬃﬃﬃﬃﬃﬃﬃﬃﬃﬃﬃﬃﬃﬃﬃﬃﬃﬃﬃﬃﬃﬃﬃﬃﬃﬃﬃﬃﬃﬃﬃﬃﬃﬃﬃﬃﬃ
MSSW
1
N1
þ 1
N2
þ    þ 1
NK
 s
(29)
where NK are the numbers of elements in each sample.
The two tests were made with a = 0.05, that is, the prob-
ability of making an error by saying the null hypothesis is
false when it is actually true. On the other hand, (1  a) is
the probability of making the right decision when the null
hypothesis is true, or the confidence level [21].
Results and Discussion
In this section, results of GT plant performance statis-
tics are presented. The plant performance statistics
discussed are percentage shortfalls from the target
energy, plant factors, reliability indices, and operating
figures.
Percentage shortfall from target energy
The expected full load installed capacities of the
selected power plants under study vary from 25 to
100 MW (Delta power plant), 33.5 MW (AES power
plant) and 25–138 MW (Afam power plant), but the
generated power for the period under review ranges
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from around 15.44 to 94.49 MW, 25.42 to 29.21 MW
and 35.47 to 108.53 MW for the Delta, AES and Afam
power plant, respectively. From Tables 1–3, the stations
units’ targets generating/operational capacities are far
from installed capacities. The average installed capacity
of the plants from data obtained ranges from 46.6% to
57.1%, 51.7% to 57.4% and 25.9% to 35.3% for Delta,
AES, and Afam power plant, respectively. This shows a
gap between installed capacity and actual operational
capacity of the selected plants which may be due to
aging-generating facilities that are poorly maintained,
lack of spare parts for repair of the broken down units
or insufficient supply of fuel to the plants.
Percentage shortfalls from the target energy of selected
GT units for the period under review for the selected plants
are shown in Figure 1. A reduction in shortfall signifies bet-
ter performance of the plant and this may be as a result of
concerted efforts made by the management in carrying out
preventive maintenance in the plant. For the period under
review, the average shortfall ranges from 42.87% to
53.37%, 42.08% to 48.35%, and 52.83% to 74.07% for
Delta, AES, and Afam power plant, respectively. GT units
with least average shortfalls are AES1 (42.08%), AFA3
(52.83%), and DET1 (42.87%) in AES power plant, Afam
power plant and Delta power plant, respectively. These val-
ues of percentage shortfalls in energy are far from average
acceptable value of between 5% and 10% [22].
The percentage shortfalls in energy in the selected
plants are similar to that obtained by Obodeh and Isaac
[22] for Sapele thermal plant (ranged from 27.4% to
49.1%) within the period of 1997–2006. This shows the
general problem of the wide gap between installed capac-
ity and actual operational capacity of thermal power
plants in Nigeria.
Power plant factors
The average plants’ CFs of selected GT units for the per-
iod under review are presented in Figure 2. The average
CF of the plants varies from 53.46% to 58.88%, 51.65%
to 57.92% and 25.94% to 35.25% for Delta, AES and,
Afam power plant, respectively. GT units AFA1 and
DET3 have the least and highest values, respectively, as
against industry best practice of between 50% and 80%
[23]. Thus, the characteristic behavior of generating plant
and the extent of use of the generating plant depend sub-
stantially on the CF. High CF is desired for economic
operation of the plants [24].
In general, low CF indicates that the average energy
generation is low, there is excessive plant failure which
implies capacity of the plant remains underutilized for
major part of the year. Hence, operational cost would be
high compare to revenue. High CF is desired for eco-
nomic operation of the plant [25]. If scheduled routine
maintenance of the plant is significantly improved, the
frequency of failure will reduce and high CF will be
attained.
Figure 3 shows the average PUF for selected GT
units. The PUF for the period under review varies from
78.82% to 81.51%, 78.11% to 80.66% and 50.28% to
73.22% for Delta, AES and, Afam power plant, respec-
tively. GT unit AFA1 and DET4 has the least and high-
est PUF, respectively. High PUF indicates high ratio of
actual generation to expected generation, while low
PUF is an indication of low ratio of actual generation
to expected generation. Low use factor also indicates
excessive plant failure and hence plant’s generation
below rated capacity. In general, selected GT units in
Afam power station have low PUF when compare with
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Figure 1. Shortfall from target energy for selected gas turbine units.
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GT units in other two power plants. This indicates
excessive failure in the station (Afam).
Average UF for selected GT units is presented in Fig-
ure 4. The average value of UF for the period under
review ranges from 57.49% to 79.47%, 64.26% to 73.30%,
and 44.72% to 55.20% for Delta, AES, and Afam power
plant, respectively. GT unit DET1 has the highest UF of
79.47% while GT unit AFA2 has the least value of
44.72%. The UFs for the selected plants are far from
international best practice of over 95% [22–24]. The
trend of UF reflects how effectively managed the station
is in terms of downtime. This result shows that the gener-
ating units were utilized less than their normal hours of
utilization all year round. This is due to inadequate rou-
tine maintenance and equipment fault development.
To reduce downtime occurrences and hence increase
UF, planned and routine maintenance should be upheld
and enhanced in the selected power plants.
The average AFs based on “as installed” and as “as
available” for the selected GT units are presented in Fig-
ure 5. The AF “as installed” varies from 73.59% to
79.24%, 87.54% to 89.52% and 85.42% to 87.43% for
Delta, AES, and Afam power plant, respectively. The AF
“as available” for the selected GT units varies from
74.27% to 79.58%, 87.85% to 89.80% and 87.03% to
87.78% for Delta, AES, and Afam power plant, respec-
tively. GT units DET3 and AES3 have the least and high-
est values of AFs based on “as installed” and “as
available”, respectively. The low value of “as installed” AF
shows that so much time was lost on rehabilitation of the
units. On the other hand, the low “as available” AF indi-
cates that there were a lot of outages which kept the unit
idle even when they were not generally mechanically
unfit.
These factors also complement the notion that the
selected GT units have not fared well. The situation
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Figure 2. Plant capacity factor for selected gas turbine units.
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would have been better, however, if the maintenance pro-
gramme were better than what is existing in the selected
stations.
Power plant reliability indices
The results of reliability indices of the selected GT units
over the period of 2005–2010 are presented in this sec-
tion. Figures 6 shows the variation of the average MTBF
and the average MTTR for the selected GT units. The
MTBF of the plants varies from 94.43 to 309.36, 71.84 to
96.19, and 36.00 to 44.80 h for Delta, AES, and Afam
power plants, respectively. The MTTR varies from 36.00
to 106.49, 13.23 to 15.93, and 10.01 to 12.27 h for Delta,
AES and, Afam power plants, respectively. Based on the
available data within the period under review, GT units
AFA1 and DET4 have the least and highest value of
MTTR, respectively. This shows that lot of time was spent
on the unit DET4 in order to put it to operation. From
this it can be concluded that there is inverse relationship
between the component/equipment availability and failure
rate. The operational consequences of failure can be
reduced by taking steps to shorten the downtime, most
often by reducing the time to procure spare parts.
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Result of the unit MTBF from 2005 to 2010 shows
that GT units AFA4 and DET4 have the least and
highest MTBF, respectively. This shows direct relation
between MTBF and unit availability. As the unit with
highest MTBF has high availability.
Failures in electric power stations result in downtime,
production losses and economic losses as well. Obviously,
to achieve the global maintenance objective of realizing
high machinery availability at minimum cost, adequate
cognizance must be given to the element that make up
the cost, that is, the cost of machine unavailability and
the cost of maintenance resources. Striking a balance
between these two costs to achieve the minimum total
cost creates an ideal maintenance situation. This should
be the objective of a good maintenance plan [26].
Considering the plant availability with the available
data over the period 2005–2010, it was found that the
average plant availability varies from 65.18% to 79.56%,
81.17% to 87.31% and 76.26% to 80.90% for Delta, AES,
and Afam power plants, respectively. The results of the
selected GT units’ availability are presented in Figure 7.
These values of availability for the selected GT units are
lower than the Institute of Electrical and Electronics Engi-
neers (IEEE) recommended standard of Average Service
Availability Index (ASAI) which is 0.999 [27]. The plant
availability can be improved significantly by reviewing
maintenance practices by (1) giving more attention to
planned or scheduled maintenance as directed by the unit
manufacturer’s operation and maintenance manual
package. In other words, routine preventive maintenance
must be well planned and more regular (2) by training
and retraining of technical personnel on the major equip-
ment being used. This will improve their skill and knowl-
edge on the current information and communication
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Figure 6. Reliability indices for selected gas turbine units.
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technology (ICT) as well as improve their manpower
quality (3) through effective maintenance management is
essential in reducing the adverse effect of equipment fail-
ure to operation (4) failure rates in the plant can be
reduced if the maintenance procedure tasks involve peri-
odic inspection and replacement of parts that were sub-
jected to very high temperature and located in the hot gas
paths (combustion chamber and turbine).
Power plant operating figures
Operating figures are very important for power plant
operators. These are strategic tools to optimize the pro-
ductivity of a power plant.
In this section, results of the operating figures for the
selected GT plants are discussed.
Power plant SR and OR are computed using equa-
tions (13) and (14), respectively. Figure 8 presents the
results of SR and OR for the selected power plants. The
average SR varies from 76.34% to 89.14%, 83.36% to
86.12% and 87.5% to 90.03% for Delta, AES, and Afam
power plants, respectively. GT units DET2 and AFA2 have
the least and highest values of SR, respectively. The SR of
the selected plants is low compared with IEEE standard
value of 99.9% [28]. The OR is defined as the probability
that the equipment will fulfill its duty for the planned per-
iod with respect to the period of time being in operation.
The average OR of the selected plants ranges from 9.66% to
24.10%, 16.69% to 24.26%, and 12.00% to 21.99% for
Delta, AES, and Afam power plants, respectively. Low val-
ues of starting and operating reliabilities are as a result of
poor maintenance strategies in the plants.
Power plant TU is a measure of a plant’s actual tempo-
ral deployment. TU is computed using equation (15).
Figure 9 presents the results of TU of the selected power
plants. Within the period under review (2005–2010), val-
ues of TU vary from 3.20% to 4.16%, 7.14% to 8.17%
and 8.94% to 11.04% for Delta, AES and, Afam power
plants, respectively. GT units DET3 and AFA1 have the
least and highest value of TU, respectively.
The operating figures average number of operating
hours between two trips during operation (OHBT) and
average number of operating hours between two successful
starts (OHBSS) are computed by using equations (16) and
(17), respectively. Figure 10 shows the results of the aver-
age number of OHBT and average number of OHBSS for
the selected power plants. The average number of OHBT
varies from 90.40 to 148.64, 135.55 to 159.28, and 42.66 to
67.67 h for Delta, AES, and Afam power plants, respec-
tively. GT unit AFA2 has the least value while GT unit
AES3 has the highest value of average OHBT. This shows
that AFA2 trips off most while in operation than other
units. The average number of OHBSS ranges from 70.93
to 115.59, 100.65 to 117.49, and 36.37 to 51.68 h for
Delta, AES, and Afam power plants, respectively. The
results show that GT unit AFA2 has the least OHBSS while
GT unit AES3 has the highest value of OHBSS.
Results of statistical analysis (ANOVA)
The results for complete data set of plant availability for
the selected power plants are presented in Table 5. Rele-
vant parameters to determine F-values in Fisher’s test
(ANOVA test) are computed. A glance at Table 5 shows
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Figure 8. Starting and operating reliabilities of selected gas turbine units.
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that the average availability within the period under
review of the selected power plants varies from 65.18% to
87.45%. GT unit DET3 in Delta power plant has the least
average availability while unit AES3 in the AES power
plant has the highest average availability.
Tables 6 and 7 show the mean number and standard
deviation and ANOVA source table, respectively of plant
availability for the selected power plants. From Table 6,
F- value calculated is 4.03 while the tabulated values
(F0.05,10,55 and F0.01,10,55) at 95% and 99% confidence lev-
els are 2.00 and 2.66, respectively [21, 29]. Since the cal-
culated F-value is greater than the tabulated, hence, there
is a significant difference (P < 0.05) in availability in the
selected power plants. Hence, the null hypothesis of equa-
tion (18) is rejected.
Since the obtained F-value leads to the result being sig-
nificant difference in Fisher’s test, we now wish to find
out which pair wise means difference is responsible for
the significant difference. Could it be pair wise of (l1 and
l2) or (l1 and l3)? To ascertain which pair wise responsi-
ble for significant difference, a test known as Scheffe’s
post hoc test was carried out. This test is an appropriate
measure for all comparisons of mean after Fisher’s test
(ANOVA test).
Using equation (29) and substituting the appropriate
parameters we have
SSE ¼
ﬃﬃﬃﬃﬃﬃﬃﬃﬃﬃﬃﬃﬃﬃ
ðk 1Þ
p
F0:05
ﬃﬃﬃﬃﬃﬃﬃﬃﬃﬃﬃﬃﬃﬃﬃﬃﬃﬃﬃﬃﬃﬃﬃﬃﬃﬃﬃﬃﬃﬃﬃﬃﬃﬃﬃﬃﬃﬃﬃﬃﬃﬃﬃﬃﬃﬃﬃﬃﬃﬃﬃﬃﬃﬃﬃ
MSSW
1
N1
þ 1
N2
þ    1
NK
 s
¼ 6:14
Next, we compare this value of SSE with difference in
pairwise mean. Any pairwise mean with difference more
than SSE is responsible for the significant difference in
Fisher’s value.
From Table 8 it is seen that there is significant differ-
ence (P < 0.05) in plant availability of the selected power
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Figure 9. Time utilization of selected gas turbine units.
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plants under study. This is as a result of differences in
down time hours, maintenance strategy, and number of
failures and faults that occurred in the plants.
Conclusions
This study has investigated the performance indices of
selected GT power plants in Nigeria. Specific emphasis is
on the following indicators: reliability indices (availability,
failure rates and MTTR), plant factors (CF, UF, AF, PUF)
and operating figures (SR, OR, TU, and operating hours).
The performance indices analysed show variation in the
performance indices for each GT unit considered in this
study. This indicates differences in their system installa-
tion, maintenance, and operation.
Based on the available data of the installed capacities
and generating capacities for the period under review, the
percentage shortfalls from the target energy in the selected
power plants range from 26.33% to 86.615%, 32.58% to
52.31%, and 54.47% to 78.15% for Delta, AES, and Afam
power plants, respectively. These values of percentage
shortfalls are far from the acceptable value of 5% and
10%.
The CF of the selected power plants varies from
16.88% to 73.67%, 49.05% to 67.02%, and 21.4% to
45.53% for Delta, AES, and Afam power plant, respec-
tively. These values are against industry best practice of
Table 5. Plant availability for selected power plants.
Year/
plant
Delta power plant AES power plant Afam power plant
DET1 (X1) DET2 (X2) DET3 (X3) DET4 (X4) AES1 (X5) AES2 (X6) AES3 (X7) AFA1 (X8) AFA2 (X9) AFA3 (X10) AFA4 (X11)
2005 89.19 86.83 78.74 84.19 88.90 85.32 89.42 82.22 78.17 80.34 80.36
2006 90.73 85.66 75.61 77.93 82.60 84.56 89.21 84.33 80.23 83.25 76.89
2007 90.07 84.11 73.27 75.42 81.84 84.58 91.31 85.69 79.10 81.37 68.32
2008 88.80 74.36 12.86 66.20 89.62 86.11 81.80 82.46 65.10 76.03 79.23
2009 44.00 67.85 73.86 82.21 58.10 83.43 87.98 73.41 77.45 65.95 85.68
2010 74.56 35.37 76.75 46.47 85.92 84.86 84.95 77.37 77.45 82.24 68.05
ΣXi 497.35 432.19 391.09 432.42 486.98 508.86 524.67 485.48 457.5 469.18 458.53
Xi 79.56 72.03 65.18 72.07 81.16 84.81 87.45 80.91 76.25 78.20 76.42
RX2i 39,680.03 33,337.13 28, 796.59 32,149.60 40,213.36 43,160.39 45,940.10 39,389.25 35,039.23 36,899.54 32,286.68
ðRXi Þ2
N 41,226.17 31,131.37 25,491.90 31,164.51 39,524.92 43,156.42 45,879.77 39,281.81 34,884.38 36,688.31 35,041.63
Table 6. Means and standard deviations of plants availability.
1 (n = 5) 2 (n = 5) 3 (n = 5) 4 (n = 5) 5 (n = 5) 6 (n = 5) 7 (n = 5) 8 (n = 5) 9 (n = 5) 10 (n = 5) 11 (n = 5)
Mean 79.56 72.03 65.18 72.07 81.16 84.81 87.45 80.91 76.25 78.20 76.42
Standard deviation 16.83 18.57 23.47 12.81 10.71 0.81 3.17 4.23 5.08 5.93 6.39
Table 7. ANOVA source table.
Source SS df MSS F ¼ MSSBMSSW F0.05,10,55 F0.01,10,55
Between samples 2511.98 10 251.20
Within samples 3420.71 55 62.19 4.03 2.00 2.66
Within total 5932.69 65
Table 8. Table of pairwise differences.
Pairwise
differences
in Delta power
plant
Pairwise
differences
in AES power
plant
Pairwise
differences
in Afam power
plant
Pairwise
differences
between two
power plants
X1  X2 ¼ 7:53 X7  X5 ¼ 6:29 X8  X9 ¼ 4:66 X1  X9 ¼ 3:31
X1  X3 ¼ 14:38 X7  X6 ¼ 2:64 X8  X10 ¼ 2:71 X1  X10 ¼ 1:36
X1  X4 ¼ 7:49 X8  X11 ¼ 4:49 X5  X2 ¼ 9:13
X4  X3 ¼ 6:89 X10  X9 ¼ 1:95 X5  X3 ¼ 15:98
X5  X4 ¼ 9:09
X5  X1 ¼ 1:60
X6  X1 ¼ 5:25
X6  X2 ¼ 12:78
X6  X3 ¼ 19:63
X6  X4 ¼ 12:74
X7  X8 ¼ 6:54
X7  X11 ¼ 11:03
X11  X3 ¼ 11:24
ª 2015 Covenant University. Energy Science & Engineering published by the Society of Chemical Industry and John Wiley & Sons Ltd. 253
S. O. Oyedepo et al. Power Plant Performance Indices
between 50% and 80%. High CF is desired for economic
operation of the plants. Low CF indicates that the average
energy generation is low due to excessive plant failure;
hence, capacity of the plant remains unutilized or under-
utilized for the major part of the year.
The result of this study shows that the PUF varies from
45.89% to 97.03% and the UF varies from 6.31% to
93.074%. The UFs of the selected power plants are far
from the international best practice of over 95%. From
this result, it can be concluded that the generating units
were underutilized all year round. This is due to inade-
quate routine maintenance and equipment fault develop-
ment.
The reliability of power plant unit is one of the most
important performance parameters which reflect the qual-
ity and standards. The great care and effort devoted to
increasing the reliability and quality of electrical power is
an indication of the economic implication for the power
industry.
Based on a 6-year (2005–2010) data on operating
hours, number of failures and total outage hours data-
base, reliability indicators like MTBF, MTTR and avail-
ability has been estimated. The analyses revealed that the
MTBF varies from 5.42 to 378.44 h and the MTTR varies
from 18.3 to 153.88 h. The operational consequences of
failures can be reduced by taking steps to shorten the
downtime, most often by reducing the time to obtain
spare parts.
The plant availability varies from 12.86% to 91.31%.
These values of availability for the selected GT power
plants are lower than the IEEE recommended standard of
ASAI which is 99.9%. The plant availability can be
improved significantly by reviewing maintenance practices
in the plants.
Evaluation of operating figures of the selected power
plants revealed that SR and OR vary from 71.95% to
93.9% and 5.33% to 55%, respectively. The SR of the
selected power plants is low in value compared with stan-
dard value of 99.9%. TU of the plants varies from 1.34%
to 12.91%.
The values of the average number of OHBT and average
number of OHBSS for the selected power plants vary from
26.33 to 249.45 h and 22.19 to 170.86 h, respectively.
In each of the evaluated power plant performance
parameter, the selected power plants had lower perfor-
mance indices than set international standards (some
considerably low and some others are close to acceptable
values). A number of reasons could be adduced to be for
this shortfall in performance. These include low- plant
availability due to frequent or long time breakdown/fail-
ures, overdue overhaul of unit(s), obsolete technology rel-
ative to advancement in the field, load instability, aging
of plant components among others.
The availability of the selected power plants can be
improved significantly by reviewing maintenance prac-
tices. Planned or scheduled maintenance must be given
more attention as directed by the unit manufacturer’s
operation and maintenance manual package, if the unit
has to perform properly. In other words, routine preven-
tive maintenance must be well planned and be more reg-
ular. Measures to improve the performance indices of the
plants have been suggested such as training and retraining
of technical personnel on the major equipment being
used, proper spare parts inventory, organizing regular
management meetings, and improve general housekeeping
of the plant.
The statistical analysis (ANOVA) carried out on plant
availability revealed that at both 95% and 99% confidence
levels; there is a significant difference in availability of the
selected power plants. This indicates differences in their
systems installation, operation, and maintenance.
Recommendations to improve performance
of selected power plants
GT power plants operating in Nigeria are simple GTs,
there is a tremendous derating factor due to higher ambi-
ent temperatures. Coupled with this, these GTs are made
to operate without the application of GT inlet air cooling
equipment and technology applications. The average effi-
ciency of GT plants in the Nigerian energy utility sector
over the past two decades was in the range 27–30% [30].
It is generally understood that efficiency improvement
that is consistent with high plant reliability and low cost
of electricity is economically beneficial. Based on the
results of this research work, the following possible eco-
nomical methods and technologies to improve perfor-
mance of the selected GT power plants are hereby
recommended:
 Retrofitting with a GT air inlet cooling system (evapo-
rative cooling or inlet chilling method) is a useful
option for increasing power output of the plant. Inlet
air cooling increases output by taking advantage of the
GT’s characteristic of higher mass flow rate and, thus,
output as the compressor inlet temperature decreases.
Because the cooled air is denser, it gives the machine a
higher air mass flow rate and pressure ratio, resulting
in an increase in output. For example, as the AES GT
plant is very close to the lagoon area, the source of
cooling water can be obtained from lagoon. The inlet
air cooling system is cost-effective and can be imple-
mented in the basic system without major modification
to the original system integration.
 Heat recovery from hot exhaust gases can be used to
augment the performance of the GT plant. Combined
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cycle is a common way to recover thermal energy from
the exhaust gases; it is suitable for these plants as they
operate as base load plants.
 Furthermore, with the rapid increase in electricity
demand in Nigeria and the expected shortages in
power supply due to delays in implementation of the
major power projects, retrofitting the selected power
plants with inter-cooling between two compressors and
regenerator cycle would be an attractive investment
opportunity for the stakeholder of the plants.
 The performance of the plants (from the availability
point of view) can be greatly improved and the power
generation reduction can be reduced through improve-
ment in operational and management (O & M) prac-
tices, proper spare parts inventory, improvement in
general housekeeping of the plants, and regular training
of O & M personnel.
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